TOWN OF BRUNSON
P. O. Box 300
Brunson, South Carolina 29911
System #: 2510004
EMERGENCY PREPAREDNESS PLAN

The Town of Brunson is located in Hampton County near the Coosawhatchie and Salkehatchie Rivers.  Brunson’s water system serves 270 customers.  There is a town hall and a well located on North Addison Street and Grayson Drive has a well and an elevated storage water tank.  Well #1 at Grayson Drive yields 150 gpm with a 75,000 gallon capacity (gpd).  Well #2 at the (Emergency Well) yields 90 gpm with a 75,000 capacity (gpd).  The elevated storage tank at Grayson Drive has 75,000 total capacities.  The water sources available to the system are: the Coosawhatchie and Salkehatchie Rivers, and 2 # of wells.  Well #2 is 250 feet deep and Well #1 at the elevated storage tank is 600 feet deep.  The SCDHEC total permitted capacity of the water system for the Town of Brunson is 81,600 gallons per day.

Department’s District Office EQC

Region 8 EQC
104 Park Drive
Burton, SC 29906
(843) 846-1030   FAX: (843) 846-0604 

SC Department of Health and Environmental Control Office
SCDHEC

Bureau of Water

2600 Bull Street

Columbia, SC 29201

(803) 734-5300

Emergency Department’s Names and Telephone Numbers

County Emergency Preparedness Representative

803- 914-2150
Police Department





911 or 803- 632-3633
Highway Patrol





803-943-9261
Fire Department





911 or 803-914-2153
Emergency Medical Service (EMS) 



911 or 803-914-2151
State Emergency Preparedness Office                                    803-737-8500

Water System Personnel

Mr. Carlar Williams





803-632-2828
Mr. Caskell Hudson





803-943-2951
Water System Primary and Secondary Command Posts

Brunson Town Hall





803-632-3633
Current Chemical Suppliers

Savannah Brush& Chemical





912-232-4446
Airgas National Welders                                                                     843-549-9591

Emergency Call






911
Utility Suppliers

SCE&G Electric






1-888-333-4465
SCE&G Gas






            803-943-3244
Verizon/Frontier Telephone





1-800-483-2000
Comcast Cable






1-800-266-2278
Critical Users and Priority of Service

Brunson Elementary


School



803-398-5584
Potential Sources of Equipment and Parts Suppliers

Ferguson Supply Co., Inc.





803-775-7355
Chlorinator Sales & Service





803-847-4121
Mutual Aid Agreement

Town of Hampton






No written agreement

Repair Contractor

Graves Water Service






1-800-221-2935
Jackson, SC 29831
Well Drillers

Name and telephone on file at Town Hall

Other Sources of Assistance
Lab- Town of Hampton




            803-943-4835
BP Barber                                                                                            803-254-4400
Emergency Power

System has a back up generator. Yes
Will contact SCE&G Electric

Arrangements for Potable Water

Will contact the nearest town five miles away (Town of Hampton).

Will bring in Bottled Water.

Distribution Map

The water system’s Distribution Map is located in the office at the Town Hall for review.

Public Notifications Procedures

In case of contamination, radio, newspaper and a notice at the Town Hall will notify the public.  If the system is going to be off line, there will be notices sent to each customer by mailers.  Examples of notices may be found at the Town Hall.

Emergency Disinfection Procedures

In case of an emergency, additional chlorine will be added to the system.

Operation Under Emergency Conditions

1.
If the pressure in a distribution system or any significant portion of a distribution 


should drop to ten (10) pounds per square inch or less, the owner or operator of 


the system shall notify the Department immediately.  Any immediate corrective 


action necessary to protect the public health shall take priority over any 


notification requirement to the Department.

2.
If a boil water notice or advisory is issued by the public water system, the


Department shall be notified immediately.  A copy of the boil water notice or 


Advisory and repeal of such shall be forwarded to the Department as soon as


Possible after each is issued.

3.
If potable drinking water is transported into an area where normal water service 


has been disrupted, the water shall be transported in a sanitized container or tank


truck or trailer, which is designed for the transportation of potable water.  The


disinfectant residual of the transported water at the loading point shall be a


minimum of one (1) milligram per liter.  The source of water shall be approved


by the Department before any water is loaded into a container, tank truck or 


trailer and transported to the affected area.

4.
If a contaminant is injected or siphoned into the distribution system, the owner or 


operator of the system shall take necessary actions to remove the contamination


from the distribution system as soon as possible.  The Department shall be 


notified as soon as possible of the event and actions taken.

5.
If a contaminant is injected, dumped, discharged, or flushed into surface water or


groundwater which serves a public water system, the owner or operator of the 


system shall take necessary precautions to prevent the contaminant from 


entering the distribution system.

Withdrawals of Surface Water and Groundwater During Drought and Other Emergency Conditions

1.
Whenever drought or low rainfall conditions reduce the amount of surface and


groundwater available for domestic, industrial, agricultural, and commercial use,


the Department may regulate surface water and groundwater withdrawals in an

equitable manner to reduce the adverse impact to the public well-being and health.

2.
No person shall withdraw or cause to withdraw water from a surface or 


groundwater source at such a rate and daily volume as to infringe on the use of


said water source by a public water supply.

The above information was taken from the State Primary Drinking Water Regulations: 

R.61-58.8(C) and (D).

